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United States Environmental Protection Agency (EPA
Region 2

290 Broadway
New York, NY 10007-1866

Underground Storage Tank (UST) Inspection om
d~~ ~LA-l\~ - DAT: C "S'/or./,rtr-

SIC CODE:
ICIS

Facility Name

rncs,~,L- (Z..lS 6!. (6?JLr~

II. Ownership of Tank(s

Owner Name

C.~ D to'f 'LN 1 R..G'1 Cu,,~,

I. Location ofTank(s) o Tribal

Street Address

p same as location (I.)

Ci~ SUdc

W\~t~ ?"'Af N~, N'--I
Zip Code

toc.c:::.r
County

Phone Number Fax Number

(q., '-t) c.,~'1-" ~l1 e, Phone Number

~'-t s)
F ~Nurnber

2-S{.- ( ~l. 2....
Contact Person(s) Z-NV. C.::> ~."

i.~CrA(l.. Afr'\A~o R..". S~~c..\ ~Ll s-r
Contact Persoo(s)

SA Li....1.-.l i..L. J)~).. L...) O~N'tR..

IIA. Ownership of Other Facilities

oDo you own other UST Facilities ~o

~<; rt-..J'-(~\ -:->'L.3 /~\' J)If Yes, How many Facilities __ ~_----",\.:_ ~ How many USTs_--"'::F'----=-_~\II_"-l++_.::;.....t
'2-l <..:? IV ~7VU vV V-J I () \. b q e, t\.) j....,-f::, ('-I l \ th.r....

m. Notification W'i.S'T't.-\.'i~s'll:.J~/~~~C-f'\" j1:... )

o Notification to implementing agency; name c:..c. \J 0 11\ ~u G,,-\ C I ~~/ f C.
, State Facility ID # '3.....0 '1 8~ G. Co

IV. Financial Responsibility 'TD1,.C4 0

o Surety Bond
o Self Insured

~t>rivate Insurance: InsurerlPolicy # f1r1r j{.. ~ k 7 ~ a D
o Letter of Credit
o Not Required (Federal & State government, ha, ~ou substance USTs)

o State Fund _
o Guarantee
o Local Government

N/Az'v. Release History

o To your knowledge, are there any public or private Drinking Water Wells in the vicinity? Yes ~

o Evidence of release or spills at facility 0 Greater than 25 gallons (estimate)
o Releases reported to implementing agency; if so, date(s) 1280.531

o Release confirmed; when and how ---J.+---I- _
o Initial abatement measures and site characterization
o Soil or ground water contamination
o Remediation ongoing

o Free product removal
o Corrective action plan submitted
o Remediation completed, no further actio date s}, _

Notes: ,/

.agelof7 Init/Date J 1<6 0' ~ c:[,I;'f 11/0<4/2010



$"t:JQ (..O<l "1..,:)6 31.:>0

VI. Tank Information Tank No.

Tank presently in use
'1 c, S ...•.

, If not date last used (see Section XlI)

If empty, verify I" or less left (see Section Xll)
~

C~acity ofTank (gal)
$'S'OG \2poCG- JqOOOc;.. -'"

Substance Stored
UJ/L-~TI:. Rt c. c.,A--;S ptlJ:- (;)$
0\'-

MfY Tank installed I Ungraded {<> I~ t- O c,/as --.I:.

Tank Construction: UvJ
Bare steel, Sti-P3, Retrofitted sacrificial anode,
Impressed Current, Composite, FRP, Interior lining, fl<.P
Vaulted Double-walled (DWl

Spill Prevention
$;i\ u- B0 t..1.C- 't-l.l

.J:.

Overfill Prevention (soecifv tvoe) N Ii\. HL.A
S~igJ, c.C2lJ11f:J1!utiQt2· N~

... No
Compartmentalized Manifolded

M,.tN 16=(1tJ-'} i...IJ

VII. Pipin~ Information

Pinino TUTlt> :

N/~ ((2..t. ~Su ~4..
Pressure, Suction

Pi{2ing !:pnslructiQt:1 N/A
D~

Bare steel, Sacrificial Anode, Impressed Current, Flex, ~FRP, Double-walled (DW)

Tank and Piping Notes: p • f. {'<J c;. ~(\-
IJ:>

f...,...:Ji\.-~R OIl...

,

VIIL Cathodic Protection N/Ar/

Integrity Assessment conducted orior to unzrade

. lnteriar U"';"IC7" Interior lininz insoected i

lalaa.r.sed. rurreni CP Test records I
Rectifier inspection records I

{' :.n. ' 4,.,v!p· CP test records ~ ~ •.JI 'V
I

CPNotes:
,/

I

,

Page 2 of7 1110412010
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.
Tank No. 5'~~ c..o~ c~o So ~

IX. UST system used solely by Emergency
N~Power Generator

X. Release Detection N/Ao "

rfJllJs. B./2 Me.1boJI.t ATG

'ffSInterstitial Monitoring

Groundwater Monitoring

Vapor Monitoring

Inventory Control wi TTT

Manual Tank Gauging

Manual Tank Gauging wi TTT

SIR

12 Mon1h.t (M!MJ. Make Available Last 12 Months 'f~s, , • Rl!cnrti.v For Compliance)

Tank RD Notes: (SllIte What Mouths R«ords Were Available, Describe Any FaiJlU'e! and D6cribe What Invntigatioa 0 urred Ioue to Failure)

r tL~V ( ~ \"I.J ~ 1\J..l ~LV t.. ({L~\J. ocs hCNn+.f 4 f PJ..SS'N~
U-~fUtc... 'N~,lS~ ,'r;A( fL.Uu~s

{VI.6 N' 'jo {l- ~
S /lfot flu c.( 7' ~I.A.Af\<...

Pressurized Piping RD Methods N/AZ!

Interstitial Monitoring

Groundwater Monitoring

Vapor Monitoring

SIR
12 Months
Monitoring Records

!1
Annual Line Tightness Test

~L!
7l~ Y ~c;

AUD Present

-- '1~s ,

Annual Test

\~ y~s
Plpmg KJJ Notes: ( >tateWhat Months KeronIs Were AVaJlalife,-uetCribe Any Failures and Describe Wbat Investigation I !=Curre Ooe to "'aiJu~):c 14.\J c \..su...T<L ~ Y/LS)I /V"(" L-.s/V~ J...,V 6) ~"- ~~ tLvco/L

p-~'1 ~Jl-'IJ',
6e(c)~;/y)(~t;tJ D ItIi...-..

Page 3 of7 InitlDate JK~ S(~"/~...r 11/04/2010
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XI. Repairs N/A «:
Repaired tanks and piping are tightness tested within 30 days of repair completion Yo No Unknowu 0

CP systems are tested/inspected within 6 months of repair of any cathogicaJly protected UST system Yo No Unknown 0

Records of repairs are maintained Yo No Unknown 0

xn. Temporary Closure N/Artf'"

CP continues to be maintained Yo No Unknown 0

UST system contains product and release detection is performed Yo No Unknowuo

Cap and secure all lines, pumps, manways Yo No Unknowuo

Notes: /

!

i

Page 4 of7 11104/2010
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THE UNITED STATES ENVIRONMENTAL PRorEcrION AG&"lCY (EPA) REGION US!
PROGRAM

~\lo ~rltf/#". Underground Storage Tank Team Facility Name rn.o~\.1.. K/S .•••K13'h5.. New York, NY 10007·1866 Address \"1..~ MA VV1AI 1.0 f.J tc.v. /\V' £..,
!~, -;

UST Reg # :3 o!iB'~" WI;k~rLA0(

'J.
.'s ,

t" .-ft?l\'-

Inspector Observation Report
inspection of Underground StonIge Tanks (USTs)

c1"'Noviolations oo.rved lit tbe concIuaion 01 thls inspection.

o The above named facility was inspec:ted by a duly authorized reprecentative of EPA Region 2, and the foil [ring I re the inspector's
observMions andlor r1ICQIOOIeIIdedCOITBCtive actIon(s):

Potential Violations ObeeMld:

Regulatory CItatIon VIolation Description

§

§

§

§

5
§

§

§

Actiona Takin:
CJ Field CitlItionj # a Addillonallnformatlon required 0 On-site requestlTIue date

Comments/Recommendations:

Name of Owner/Operator R~e: Nameof EPA Insp.etor~

£4·ta. nbk J f,ffh'i v: g rvAd'2 ...
(\ (Please prlrr

~
~

~J. :£ ~
G d\) (~nature/. --.

Other Participants:

(Credential Nun 1-)

Oate of Inspection (S '25Le:. ~ [ir TIn rr:. )4'~

"age 5 at 7 InitlDateJ)LJ6 6~~,/ irS- Q5J02j2014

.
-- - - . - -- --- -- - - - - --
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c~5- s,~ ~

o '2> {. (r r~
6S) &'1(1 el4.

(:)-6'2, fVLL 11(lO

bS<i \~A
<l'lo f~ ~o

6 q \ ,)~I) vJ t;;

6 '1. 'L 1""j\ .v\(.
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! Gt'Pictures

SITE DRAWING

G ~S i-:r~! USCf'"s"

Lto. <i 'S'SBe (N
73.'81'1 lJ 'w

1

!i DATE: C) siC' <; ItJ TIMEON SITE: 10; IDIt-~ TIME OFF SITE: to; 4'0 ~

WEATHER: 7~'" +- c-v,-,L<:.;tJ'r

IENVIRONMENTALLYSENSITIVEAREA: YoN ~
If "Yes", please describe:

I

,:::;;ge fief-: :nitiDate d 1<..~ O~ ( "CIts ;- C5I02l2014



5) Did you provide site-specific Compliance Assistance in ~dance with the policy on the ole f the EPA Inspector in
providing Compliance Assistance during the inspection? \C..!!JfNo

Required Fields to be used for I~ISOnly

Compliance Monitoring

Activity: UST Inspection

Inspection Conclusion Data Sheet

1) Did you observe deficiencies (preferred violations) during the on-site inspection? tJ D

Deficiencies observed: (Put an X for each observed deficiency)

_ Potential failure to complete or submit a notification, report, certification, or manifest

_ Potential failure to follow or develop a required management practice or procedure

Potential failure to maintain a record or failure to disclose a document

_ Potential failure to maintain/inspect/repair meters, sensors, and recording equipment

_ Potential failure to report regulated events, such as spills, accidents, etc.

2} If you observed deficiencies, did you communicate the deficiencies to the Facility during the i

3) Did you observe the Facility take any actions during the inspection to address the deficie

If yes, what actions were taken?

4) Did you provide general Compliance Assistance in ac~ce with the policy on the rol
In providing Compliance Assistance during Inspections? ~ No

ion? Yes I No

e EPA Inspector

Page7of7 110412010
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Release Prevention Compliance Measures Matrix
i

Rrplltory BubJeetAm Mil!llnN
j t ' I, '

80C MhlUl1l F~el'll CJtDtfOJi 10 CompllinetT I. .,
N/A Y N I

r. Spill Prevention t Spill prevention device is present and fundionsl.(lSO.20(c)(t)(i), 2S0.21(d») ..I
2 Overfill prevention device is present and operational. (2S0.20(c)(1)(11), 2S0.21(d») v/

In. Overfill Prevention

o Automatic shutoff Is operational (~e.,device not tampered with or Inoperable)
)280.20(c}(1)(iI)(A), 280.2l(d»).~

ctAIBrm Is operational. (280.20(c)(I) (li)(8), 2S0.21(d)1

ci'Alarm Is audible or visible to delivery driver. (2S0.20(c)(t) (11)(8), 2S0.2t(d»)

o Ball noat is operational. 1280.20(c)(I)(U)(B},280.21 (d})

III a. Operation and 3 Repaired tanks and piping were tightness tested within 30 days of repair completion (not .>
Maintenance required w/lnternal laspeetiens or Ifmonthly monitoring is In use). (2S0.33(d)J

III b. Operation and 4 CP systems were tested/inspected within 6 months of repair of any cathodically protected lIST /Maintenance of system. (280.33(e)J
Corrosion Protection

5 Corrosion protection system Is properly operated and maintained to provide continuous /
protection. 1280.31(a)(b), 28O.70(a)l

o lIST system (Choose one)

OUST in operation

OUST In temporary closure

o CP System is properly operated and maintained

o CP system is performing adequately based on results of testing, 1280.3t(b)l; - or-

r:I CP system tested within required period and operator Is conducting or has completed
appropriate repair In response to test results reflecting CP system not providing
adequate protection.

-------------------~

9/30/03 J of1.



Release Prevention Compliance Measures Matrix

In CompllADf:eTSOC Mellare I Fede •.••CitationMeasore#Regulatory Subject Area
NN/A I Y: ..--' ..

/UST systems with Impressed current cathodic protection are inspected every 60 days. 1280.31 (c)1611) b. Operation and
Maintenance of
Corrosion Protection
(Continued)

Lined tanks are inspected periodically and lining is In compliance. 1280.21(b)(1)(II») ./7

..•~. nttlnfl. connectloDS. etc.) 11'1 corrCll!lon protected.r ItAlh'"h I•• .•-_I •. __ .I _.-II ". iaUK ano i l_p"iC "V

1280.20(.)~ 280.20(b). 280.21 (b), 280.21(c)]Corrosion Protection

a Burled metal piping components (such as swing Joints, nex-connector, ete.) are Isolated from

the soU or cathodically protected.

For new USTs - tanks and piping installed after 12122188\280.20(a). 280.20(b»):

t.,JJ r-I\ w\.>V-S

,lVt"fft.l..l....
/)(\.f"t..'-I~~l ,(..~
6,,/g.~
--

o Steel tank or piping is coated with suitable dielectric material and cathodically protected.

[280.20(a)(2),280.20(b)(2»)

0Tank Is nberglass, clad, or jacketed and piping is nberglass or n,~x1ble plastic.\280.20(a)(I),
280.20(a)(3), 280.20(a)(5), 2S0.20(b)(1), 280.2O(b)(4»)b

o Records are available to document that CP is not necessary. [280.20(a)(4)(1I),
280.2O(b )(3)(11»)

For existing usn - tanks and piping Installed on or before 12122'88 1280.21(b), 280.21(c)l: [J

-'-

Tank and piping meet new UST requirements 12S0.21(a)(I)1

[J Steel tank is internally lined. (2S().lt (b»)

[J Metal tank and piping are cathodically protected. 1280.2t(b)(2), lS0.21(c)1

Notes: N/A -Indicates that the measure is not applicable.Any mark In the "N" (No) column means tIIat tile facility is not in Significant Operational Compliance (SOC) with Release Prevention ComplillDce Measures. In
order for a compliance measure to be in SOC, an applicable check-boll items must be in compliance.

20f2
9/30/03
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---- ..•._ .•..- ----- •..•."" ..... - ---..•...'------ .._- .•...•. ....,.-- -'" ------.---
Instructions - To Determine Compliance Status a/Measure,,. #.1-7.

Work Through the Worksheet "Commonly U.••ed Release Detection MetA'ods" Below.

sac Measurel Federal Citation h ('nmnlilnee? IRegulatory Subject Area Mea.ure I

## N/A Y N
I. Release Detection Method I Release detection method is present. [280.40(a)1 ,,/
Presence and Performance 2 Release detection system is operating properly (Le., able to d,etect a release from any portion
Requirements

oftbe system that routinely contains product). [(280.40(a)(I)[ /"v
3 Release detection system meets the performance standards at 280.43 or 280.44.

[(280.40(a)(3)1 ,,/
4 Imnlementin2 ae:ency has been notified ef susnected release as required. f{280.40(b)1 ,/'

o Non-passing results reported and resolved In accordance with implementinll: agency's
directions. 1280.40(b»

II. Release Detection Testing 5 Tanks and pipiDg are monitored monthly for relealle!! and records are available (must have
/records for tbe two most recent consecutive months and for 8 months ofthe last 12 months). V1280.4I(a). and 280.45(b))

III. Hazardous Substance UST 6 Hazardous substance UST system leak detection meets tbe requirements [i.e., either
V"Systems secondarily contained or otherwise approved by the implementing agency). 1280.42(b)1

-(V. Temporary Closure 7 Release detection requirements are complied with (Le., mrthod present, operational, vi"releases investigated and reported liS required) for UST systems containing product.
r28O.70(a)l

Worksheet - Commonly Used Release Detection Methods

Tank Pressurize Non-exempt Release Detection Method
dPipe Suction(0......., .... ) (0_,...) Pipe

(~ ..\
-

Cl A. Inventory Control with Tank Tightness Testing (T.T.T)
, o Inventory control is conducted properly,

o T.T.T. performed as required (See "D" below).

o Inventory volume measurements for inputs. withdrawals, and remaining amounts are recorded each operating
day and reconciled as required. [280.43(aXI). 280.43(aX3)]

o Equipment is capable of JlS-inch measurement [280.4.3(aX2)1

1:1 Product dispensing is metered and recorded within local standards for meter calibration to required accuracy.
[280.43(a)(5)]

a Water is monitored at least monthly. [280.43(a)(6)]

9130/03 lof3



Release Detection Compliance Measures Matrix

, Wbrksheet (Continued) - Commonly Used Release Detection Methods

.
•.... '; Release Detection Method

Tank Pm.uriM NODoftempt
, dPipe Sudloll
,. (aoo- ••••) (0.-""" Pipe

! -0 H. Automauc unK-uaugeV'.UI

I

Q ATG is set UP properly. [280.4O(a)(2)]
o ATG can detect a 0.2 gallhr leak rate rrorn any portion or me tank rouuneiy WIIl<UILIU5 111vuu«,. l~'" , IJ

,
ATG is checking portion of tank that routinely contains product. [280.40(a)(I)]

i 0 C. Manual Tank Gauging (MTG) -
, o Tank size is appropriate for using MTG. [280.43(b)(5)]

0 Tanks 1001 gals (as per EPA memo) and greater restricted to use with T.T.T. (See "D" below) 0

Method is being conducted correctly. [280A3(b)(4)]

1
Q No liquid was added to or taken out of the tank during the test. [280AJ(b)(t)lO

/
Equipment is capable of 1/8·inch measurement [280.4J(b){3)]

u ~ [J D. Tightness Testing (Safe Suction piping does not require testing)
o Testing method is capable of detecting a 0.1 gallhr leak rate from any portion of tank routinely containing product.

[280.43(c)]
Ii"'Tightness testing is conducted within specified time frames for method:

Q Tanks - every 5 years [280.41(a)(I)]

~essurized Piping - annually [280.41(b)(I)(ii))

o Non-exempt suction piping - every 3 years [280.4I(b)(2)]

o Tightness testing is conducted following manufacturer's instructions. [280.40(a)(3)]

[J a [J E. Ground Water or Vapor Monitoring
o Ground water in the monitoring well is never more than 20 feet from the ground surface. [280.43(f)(2)] Q

Vapor monitoring well is not affected by high ground water. [280.43(e)(3)]

o Site assessment has been done for vapor or ground water monitoring. [280.43(e)(6), 280.43(1)(7)] Q

Wells are properly designed and positioned. [280.43(e)(6), 280.43(f)(7)]

~ (J [J F. In~tilll Monitoring
Secondary containment can be used to detect a release [280.43(g)(I)],280.43(g)(2)]

Q Sensor properly positioned. [280.4O(aX2)]
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Release Detection Compliance Measures Matrix

'.!

"

Worksheet (Continued) - Commonly Used Release Detection Methods

Tank Pressurize NOD~lempt Releau Detection Method
dPipe Suction

(CII •••••••• ) (0..-""0)
Pipe

/ (O_ ••e)

13' G. A~atic Line Leak Detector (ALLD)

ALLD is present and operational. [280.44(a»)

~nual function test of the ALLD has been conducted and records are available. [280.44(a)]

[J EJ a II. Other Methods [e.g., Statistical Inventory Reconciliation (S.I.R.)I

CI The method can detect a 0.2 gallhr leak rate or a release of 150 gal within a month and meet the 95/5 requirement
[280.43(h)(I)]; or

CI The implementing agency has approved the method as being as effective as tank tightness testing, automatic tank
gauging, vapor monitoring. ground water monitoring. or interstitial monitoring and the operator complies with any
conditions imposed by agency. [280.43(h)(2)]

CI S.I.R. - Results are received within time frame established by implementing agency. [280.41 (a) & 280.43(h)]

Notes: N/A - Indicates that the measure is not applicable.
Any mark in the "N" (No) column means that the facility Is not in Significant Operational Compliance (SOC) with Release Detection Compliance
Mellsures.
In order for a compliance measure to be in SOC, all applicable check-box items must be in compliance.

9/30/03 30f3
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SIC CODE:

United States Environmental Protection Agency (EPA
Region 2

290 Broadway
New York. NY 10007-1866

Underground Storage Tank (UST) Inspection F~m

E..ter M;sl0k DATE O( /Z~/2.L)/Z

·-·---------~--- ••••••~----iliiiiiiiiiiiii

I
i Notes:

1. Location of Tank(i) . a Tribal II. Ownership of Tank(s) b same as location 0.)

Owner Name

CP D AlY Cv1.~'rG. c:b-ro
Street Address v l

5.-1 to J\1a; '" s+
City 5t ~ Zip Code

N ek.! Pc... 1+7- NJv 12-S0,j
County

.. Ulstt.r-
Phone Number Fa: Number
8 L( s- 2.5'~ - 0(c,z..

. Contact Person(s)

.5 c..r:;--tf -Pc...V"kp. v-

lCTS I ~ OO()O 177(:'k

Facility Name

110 b', ( I< Is /03LJS-
Street Address

1237 Mamaroneck Ave
City Stale Zip Code

'w'h'r -f~ P Ia:,,-,1..5 NY /0 cOoS-
County

'v/estch~ste.,
Phone Number Fax Number

Contact Personts)

,M a.he I" A-H-or. y-
llA. Ownership of Other Facilities

oDo you own other UST Facilities Yes I No

If Yes, How many Facilities _
How many USTs --------l+_~

m. Notification

o Notification to implementing agency; name
State Facility ill # ;1-ova, c,-rn

IV. Financial Responsibility

o State Fund __ ----'--- _
o Guarantee
o Local Government

o Surety Bond
o Self Insured

o Private Insurance: Insurer/Polley # ++-_+- _
o Letter of Credit
o Not Required (Federal & State government, haz deus substance USTs)

Page 1 of?

- 73· 71S11 <?
Ini1fDate £i'1.Jc c. I (,}2..~ 12-

(
11/04/2010

\
\

\
I
I

\

V. Release History N/AD

o To your knowledge, are there any public or private Drinking Water Wells in the vicinity? Yesl No

o Evidence ofreJease or spills at facility 0 Greater than 25 gallons (estimate)
o Releases reported to implementing agency; if so, date(s) 1280.531

o Release confirmed; when and how -:----:--:------0------,------, -++---11-- _
W Initial abatement measures and site characterization 0 Free product removal
o Soil or ground water contamination 0 Corrective action plan submitted
o Remediation ongoing 0 Remediation completed, no further actior , date( ). _
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1
VI. Tank Information TaokNo. S"a<.l ~QO lCO 7?-00 q."D

Ii Tank oresentlv in use
'Yes

--"'-
7 :

I
I If not. date lust used (see Section xm , , I

If empty. verifv I" or less left (see Section xm

Capacity of Tank (!tal)
I ss» (2,000 {o.ooD Ie ODD .5"""SC

11
w.•..,,-f~· t< ."~,, I.•r: ~~'<Jla..r ?"~~IU""'"

/'/62-

I' Substance Stored
e.1 F"v~1 0;/

MIY Tan k installed IUpe:raded /0/1«<; t. lH, /t9flB 06>/ (ge~ , 06/1?8B Cl(o f I988

Tank Construction : I· :

I Bare steel, Stl-P3, Retrofitted sacrificial anode,

~.
Dv-i- F'fI.. P

-/

Impressed Current, Composite, FRP, Interior lining.
" Vaulted, Doubte-walled (oW)

. \

5 P' I( t3uc;~ •••-t "7

Spill Prevention
!

Overf II Prevention (snecifv woe)
M"e, 8•.11 !=,Io c.-t-

-, '0'
f.I.,~s..(c- .••I

-;;> AI •...•.•••.

Saecio/ r.nn{i'l1lTgtum~ I fY/A.' 4/J. J.! -"

Ii Compartmentalized - Manifolded

'7 ' .

VII. Pip inK Information
. -.

•

Pioine Isus :
,..vA- I P;.~~~v.--e ...,.

IPressure, Suction
I #11-
, , !I

Piointr Consn-uclioll.'

\

~
Bare steel, Sacrificial Anode, Impressed Current, Flex.

/VA- OW-PU:'x I
;t/1'1

FRP. Double-walled mW)

Tank and Piping Notes:

I j
I

I'

I

IVITI. Cathodic Protection N/A fY"'- I

,: lntezritv Assessment conducted prior to upgrade \

I lnterior: finino'

r ! ,
Interior liniaz inspected i I i

I
i

\ rmrrcued r7lrr~nr CP Test records

I I Ii
i I

i Rectifier insoection records !
II
•

'n",.;firnJ.j node: CP lest records
I 1

CP Notes:

i
\

I 1
'!

\

Page 2 of 7 IniUDate PI'( 6~ IJ." lz» (2.-
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< .
TankNo. Sea G,.OD 70D S'O( 90/)

i IX. UST system used solely by Emergency
I ;Va ,.tV", fo'd .A- rt /f/vI Power Geoerator I

I

I ..
X. Release Detection NlAD

No t y~:> y~ I y~s
raols B.D. .Iie.alad.- ATG

, yes !cfll(A),
Interstltial tv lonitoring ye.J ..!.

T "
Groundwater Monitoring J

!

Vapor Monitoring
t
I i
I j

Inventory Control wITIT ! i

Manual Tank Gauging
.j
I
I

I Manual Tank Gauging wI TIT Ii
I

\I

SIR

l J M.nr:J.£b.. (MEg, Make Available Last 12Months
\V

Monitorinv Record .• For Compliance)

Taril{ RD Notes: (State What Months RecOrds Were Avallahle, Describe An)' Failures anuDescribe What In\'e5tipriop O~ rred ~uc to Failure)

I~"'~ fOO L ••.••.):~c.t-c ••..'":""" rec.orJ..s 4v ••• I&L.l~ ~..-a.l! 12.~""fks_
\ ~t.c:r"n:V- -4?o r c:rfzol/.T~...•.l<is (aO gC,D 0-0.:: s-oo w~.,.'C.. "....-'~.:...j~e, ~lt. •..sl:. Je..-tc.c.-t,.,... rt ~I 51!1"'1' •••..~d Dc::..+ I

i
-,-0._1"- 'jOO';Vc> n:.I ••a.,J••.. d~-fu:il·""" 1"cc.o....-JJ cr-c;-v' r:ed. ,

I Pressurized Piping RD Methods N/AO

II

t Interstitial Monitoring
A;j~ l '(~> Yc:.> Ye /V/If1 !

Groundwater Monitoring

Vapor Monitoring

SIR
12 Months

r

II
,11onftoring Records I

Annual Line Tightness Test

!V/YJ-#//1 y~.J ye.S 1ft..
I

I
ALLD Present I...,

It YeS-- i f'"

I Annual Test 't I
I ~ ~I y~> - I

I C"Jpmg..K.lJ rsutes: (~t"te WhHt Montbs Reccrds Were Available, Describe Any Failures und Describe What InvestigatioJl L urre( Due 10 Fuilure)

y-e.V(~we.J pa..SS;""'L c..."" ..,,\Vt,( f(~S7vr;z;-e.d \,',...~ -\-.=.,$.+.,..-c=Sv fts ,
zi: p.. •.•...1 fC<.SY,""...J
Q.\I\Y\vat \~<lo..~ ~e...-\!:.<; .- -\-es -\- -r-e~,,\t>. --rt;.s.+ dc...-k. II/O( ~<ll

i
I

I
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J T

.~ '~ •.

Yo ~O Unknown 0

1-
Yo No Unknown o

Yo No Unknown 0

i
I

.1~0 No Unknown 0

Yo No Unknown 0

Yo No Unknown 0

~ ...'.
ii XI. Re airs

I
i .). '\, ':. ·~~:lt' ..' "'-"" .
, Repaired tanks and piping are tightness teste~within 30 days q'frepafGcOmp'iaWn"'ct- ~-;";;." ....•.

~ CP systemsarc icsted/inspected within 6 monmSOfrepairO[~Y~~O;~~~~~it~.~Jt·system

, Records of repairs are JT\lIinlaiJ:),ed ~:.y .J ·.·.:-:~tL~~;:(;\/\
";1' .,~~..a..:.-~~, .e,'

XII. Temporary Closure
.~. I .

.-
II CP continues to be maintained

I UST system contains product and release detection is performed.

II Cap and secure 011lines, pumps, manways

r :
.:,._-'" .~... "

. ~ •..•••~:-. '-: -v.i '

: ..,. ;''':''1'.

Notes:
~.' .•....

' ... -.

I,

.~ '~"':.-;""","j.""'., &•••.••

i .~•., . ¥

,,~;~-;~.,;"; .)~~;·:.it:..;;~~'"•. . .

'..l:-t<\o~' '1"~,., ~~ " -; ., .' _ 041. ,} •••••• ~.;,.2 •••••. :~""> ...£. " .~

:in ~'~""";';'~';"~''., ';~~i.~,.'4;' (~. ~'"",
. '.', ,p,!>;"'-l,;r'" ~.-'.~~:"I:, •..: ..•....

~.'••.••.•,j., .~ •.•'t!' ••.;: --.- •

:~;.
( ,.-._'
, '-:.....

.-

\i,''-'
~~\;,:

,',- .'""~ ~:...' .....
- ----. -'1"-'_

:...
-' ~:.. ~; .. ' .:.'! ',,-," -.:-:,'.. '- '..

t" ~.~ •

~. , . '.,
. \ .; •.•• '•..r" t
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~ - ,.
THE UNITED STATES ENVIRONlUENTAL PROTECTJON AGENCY (£PA) REGJ N2l ST ;

#,\(.0 s·r<li'r.,
PROGRAM
Ground 'Vater Compliance Section~.Q \ New York, NY 10007-1866 :

s~~
'"

..• ~\. ~~.. ~""t .••"o,t.v !

Inspector Observation Report
Inspection of Underground Storage Tanks (USTs)

o No violations observed at the conclusion of this Inspection.

0 The above named facility was inspected by a duly autnorlzed representative of EPA Region 2, and lfIe flow!~g are the inspector's
observations andlor recommended corrective actlon(s):

Violations Observed:

Regulatory Citation Violation Description

2fd O. 3« (b) 1./ F(l., [....·n:. +0 ,....~.......-tc..: ..•..(" 1:C. 0 ..-d. s o-f -ce, \.~e..s e. de.-\-~c:. -
§ ~ e. ~

§

§

§

§

§

§

§

Actions Taken:
o Field Citation: " o Additional Information required 0 On-site request/Due date

Comments/Recommendations: .,

!<e./~"-J~ de1-e c..tl d V1 'r e c.a-rlS -fo v: +c...1I' '(::5 s-oo, ~OC ~",,-d goo p£.1'" f2.. fVI \ S >" '1'1J
+-Or -\-"'- e.. VV1. 0"" +k..r 0+ /tVj 1 S"Cftc:.... .•...l Oc.t- c)-f 2-0 [ (

Name of OwnerlOperator Representative: Name of EPA Inspector/representative

f'c:... --t-c.. .•.. ? M~sl.j~ -Ir'...-
\

(Please print) (ptease nt)

~~/'7?L Ll ~.L
V(Signature) (Slgnat e)

Other Participants:

{Credentlal fJmbe I

Oate of InSpeCtlonL;6};:zd,);z.(J /2- II'n4t AMtfF/

Page 5 of 7 InillDater""''''''' "
hi:.1;./..2--
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DATE: ________ TiME ON SITE:

WEATHER:

E~JVJRONMENTALLY SENSITIVE AREA: Yo
If "Yes', please describe: •

:

No

" .~;:".,'-. " ' ,-, :
, "';.J'

" .,;~~..~~~..

-: .... ~~..~~ ..
Tank Observation WellUnderground $ro,oge Tnnk

l><J Dispenser

ATG ,. Auromaric Tank Gauwngl'ys/cm
S'rP Submersible Turbine Sump

F I'lll
RP Rem",e F-'!l
Ill' B.ll Float
I Ina:miti2l Riser

DB Dry Break CSt"!.'" I)
III M,nifold
E = E><tr,eror

m
~..
"n'"

Regular
T#600

Regular
T#700

Premium
;#800

~
Vents

Entrance

r @
'E8 Groundwater Mnniror- Well

• -0.99 Cathodic Protection Test Point and Rending

Tank VentsCX)O
@]

Q- 0.50

[!Ji!SO

= Overfill,\1=

= Helium Test p"lnl and Pcreen! Detected

= Emergeocy Shut orr I\ulton

FuelOi
T#500

Vent 0 ~

I
I Vent
oL- ~

Mobit #10345
i 237 Mamaroneck Avenue
White Plains, i'iy 10605

Waste all
T#900

z

Entrance

Page6of7 11/04/2010
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2) If you observed deficiencies, did you communicate the deficiencies to the Facility during the in pectpn?~ No

3) Did you observe the Facility take any actions during the inspection to address the deficier ies oted? ~ No

Required Fields to be used for ICIS Only

Como!iance Monitorino

Activity: UST Inspection

Inspection Conclusion Data Sheet

1) Did you observe deficiencies (preferred violations) during the on-site inspection? ye;

Deficiencies observed: (put an X for each observed deficiency)

X Potential failure to complete or submit a notification, report, certification, or manifest

X Potential-failure to follow or develop a required management practice or procedure

L Potential failure to maintain a record or failure to disclose a document

__ Potential failure to maintainfinspectfrepair meters, sensors, and recording equipment

__ "Potential failure to report regulated events, such as spills, accidents, etc.

If yes, what actions were taken?

4) Did you provide general Compliance Assistance in ac(yr~ce with the policy on the rol of tl e EPA Inspector
Inproviding Compliance Assistance during Inspections? es No

5) Did you provide site-specific Compliance Assistance in accordance with the policy on the ple c f the EPA Inspector in
providing Compliance Assistance during the inspection? ~No

Page 7 of7 i 104/2010



Release l'revcntiou Compliance Mcnsurcs Matrix

.!~..•••. . . "<f • !' ': . ~ ~ ,~ .' .

"'~~'i"~i;l: SpC l'lt::1S~~1:I<\!i\ftiit C;i!ai!()~', ... ~.':,;.'.Ff." ,
,.."1:;~~\~,. .i ': :, ':~?;;---i~r:~':'~;"\t: ::' ';:,\~f.'.,~"j

•• -' • .:.. •..••••••••••••••••• :,.;.... • _ .• QI.. ••.•• (~~ : • -,,: !............... .....' ..

Spill prevcutiou device is present and functional. 12811.20(c)(.1)(i), 280.'ll (d)l

:~VA:I,V; I :N

V-t
V

:;:.-.: '{i.~~~~}:...: I;~:'·.<k~:~i.f{,:"··:,.,. "\'
~,~g~I,~!~~l~\I,lp,ec,!.~r.c,:!~;'}i~~cllsurc.' s, :: ,: ';
,. ...Lff~.rL.~'~~:Jr:r:L:d~:£jf:1~3::i:~

,
::t

.::,:k;~~~,r;~plhiliCC·?
""~ ."..' . , . , ' ,

L Spill Prevention

II. Overfill Prevention 2 Overfill prevention device is prescnt aurl operational. 12S0.20(c)(1)(ii), 280.21(d)l

o Automatlc shutoff is npcrntiounl (ie. device not tampered with or inopernhle )
1280.'2U(l:)(J)(ii)(A),280.21(u)1

o Alnrru is operationaI.1280.211(c)(t) (ii)(13),2SU,21(u)1

o Ahum is audible or visible to delivery driver. 12S0.20(c)(1) (ii)(B), 'l80.21(d)1 rn"""'------

Hall llnat is opcrntluunl. 12S0.2U(c)(J )(ii)(B), 2:lU.21 (d)J

111 a, Operation and
i\laintcnance

3 Repaired tanks und piping were tightness tested with ill 30 duys of repair completion (not
requ ircd w/interlllli inspections 01' if monthly monitoring is ill use). j280.33(d)1

j'

V

CP systems were testcd/inspected within II months of repair or any eathodicnlly protected US'!'
system. (21111.33(c)1

vi111 b. Operutlnn nnd
i'liaintenullcc of
Corrosion l'rutctticn

9/30/03

'"

~

5 Corrosion protection system is properly operated nnd mniutnincd to provide continuous
protection. [28B.3.! (lI)(b), 280.7U(a)}

vi'
OUST system (Choose OIlC)

~

o US'!' ill operation

o US'\' in temporn ry closure

o CP System is properly operated and maintained

o CI' system is performing adequately based Oil results oftcsjjng·12SI1.31(h)l; - 01'-

o CI' system tested within required period arul operator is cuuductlng or hus completed
appropriate repair In response to tcst results rclkcting cr system nut providlug
ndequn tc protectiun.

Ion

..,



Release Prevention Compliance Measures Matrix .

t .

10 Cnmpliance?
•.!.... . r' :..
NiJ. y

.'"

.~k

III b. O~Je.,.atiUIi and l 6 UST systems with impressed current cnthodic protectlou nr inspected every 6Od,ys. I2803J (e)1 1:5F I
l\lalfltcllnnce of -.- ..... - I
Corrosion Protecticn 7 Liued tuuks arc inspected periodically and lining is in compliance. 1280.21 (b)(I)(ii)1
(Continued)

.socMeasurc/ Fedcra] cmitioll. .. - .h,clliilaior), ,subjeCt 'A.rell Mcasrirc #I-
.~;.....

IV. Tauk autl l'ipillJ; I 8
Corrosiun Protection

Buried metal tuuk \lnd piping (which includes fillings, connections, etc.) is corrosion protected.
[2SU.20(a), 2S0.2U(b), 2110.21 (h), 2SU.21(e)!1----.-- I----L......... . . • .-:-1

9/30/U3 2 (In

I
I ---- ,-- -- --_. --.~-_. - ~.

o Uuricil rnetnl piping components (such as swing joints, Flex-connector, etc.) art! isolnted frum

the soil or enthndically protected.

For new USTs - 1:1IIks und piping installed after 12n2l8812S0,20(a), 280.20(1))]:

o Steel tank 01' piping is coaled with suitable dielectric material :lnll cathodically protected.

[280.20(a)(2),2S0.211(b)(2)1

o Tank is fiberglnss, clad, or jacketed and piping is I1hcrglass or flexible plastic. [280.2U(a)(I),
280,20(:1)(3), 280.2U(I1)(5), 28U,2U(b)(1), 280.20(b)(4)1

o Records are available to documeut that CP is 1101nccessllr)'·12S0.2U(:J)(~)(ii),
2BO.20(b)(3)(ii)]

For existing USTs - tanks and piping Installed all 01' before 12122/88 1281l.21(h), 280.21(e)l: 0

Tank and piping meet new UST requlrements [280.21 (11)(1)]

o Steel tank ls internally lioed.[280.21 (b)1

I"I " .:t ••• II •• '''· •• f ••• ·t~.1 1.,110?lIh\l?\. 7RILL1 (,,\I

Notes: N/A -Judlcntes th:lI the measure is nut applicable.
Any mark in the UN" (No) column rneuus that the f:lcility is nut in Significnnt Operatiunal Compliance (SaC) with Helense Prevention Compliance Measures. III
order fur u cumpliuuce measure tu be ill sac, all applicable check-box items must be ill cum plia lice.

.'

t ,

"
j
I

I'



~

Release Detectiun Compliance Mcnsu res iVI nl nx
Instructions - ToDetermine Ctunpliance Statu» of Measures #1-7,

W(}rk 111rougft the Worksheel "Co/lllllol/i)' Used Release Detection l!felllClds" .LJelo11'.

i!k11\';!~~i'~$,;ihlcc~!~-~k:i.,':~{:Iiih;l~i:r.c
~~l_·.~'~~_~~~'.~)4~.~:~~1··~~!.\~t~:~~;:."~:,,-~:~.,;....

I. Releasc Detection Mctil0d
I'rcsenr;e and I'erfnnunnce
Rcquiruruents

._------- _.-
J I Release detection system meets the perforrnnn ce standards at 280.43 or 280..14.

1(2S0,40(a)(J)]

----:j---tlrnplemclltilig agency has been notifi~Ll ufslIsj}cctcll rclease a~~:~-~ireu. 1(280.40(h)J

o Non-passlng results reported and resolved in nccordnncc with implementing agcncy's

directions. [2liOAO(h)[

I1-----
2

'".::" i'.' . '.; .:". J, c' .. ,-;', •...SoCMClisU r.e(llell cril I Citation·
~;.,
,.r.,

':':" .. In COlil~li!lncc'i .•

..NiA ' I v:. J . N
.• 1

7"
• .1

/
//

Tvlu I -~
,'E.

/
~

7

II. Release Detection Testing 5

• "",~" •• ......, ••• ' •• -... to

Release detection method is present. 12S0.40(a)11----- -.-------------
Release detection system is operating properly (Le., ahle to detect a release Irurn any portio I)

of the system that routinely contains product). 1(280AO(a)(I)1

Tanks and piping, are monitored monthly for releases anti records are availahle (Ill list hnvc
records fur the twn most recent cousccutlve months ami fur 8 months of the 1015/12 months).
1280..11(:1), and 280A5(b)1

Ill. Hnznrdous Substance US1'

Systems

G Hnznrdous substance UST system leak delcctiou meets the requirements (i.e., either
secundarlly contnlnetl or otherwise "pprol'cd by the implementlug agency). 1280A2(II)J

1\T. Temporary Closure 7 Release detectiuu requirements are complied with (i.e., method present, opcrntiounl,
releases illl'esOgatcd and repo rted HS required) rur US'!' systems containing "mdlle!.
12!W.70(1I)1

'-''''''~~-'' ..•..;...:..~-:...:- ....•
. -'::'. ...,JVorksli-c~t - Ci!irtii1'olii); us~Lli~eic~seDetediod lVJethod§.•.... , ••.•..•. \....r. •• -.4.l.A- ••.•••.••.• .J ••.•••..•_...t...L. ••':'I~~_, •• ' .._ •..•.~. 4:.6:, .•..•••.:....;.I.. ../... ••••••••• - .• , ••, _. ',- •••.• ~~ •• ' ~--'"

+Ahit
-'. .~ "ressIi rii.e

. d Pipe
l<.:booU'T'1o)(QI~~eDnc)

No;;"e.~cii)~£.'
Suct~oh
'. piiil!

Release Dclectlun Method

o
. __ .,' •._ .:..I~' I, ," •... (Cboose ODe). . •. ..........•...•... ;. ". ~ .......!...:... •.•. -'~.,

A. luvcutory Control with Tank Tightness Testing (T,T.T)

o Inventory control is conducted properly.

o '1'.1'.1'. performed as required (See "D" below).
o Inventory volume mensuremeuts for inputs, withdrawals, and remaining umounts nre recorded each operating

day and reconciled as rcqulrcrl, [280.43(0)( 1), 2S0A3(nX3)]

o Equipment is capable of liS-inch measurement. [2S0A3(a)(2)J
o Product dispensing is metered WId recot dell within local stnndards lor meter calibration to required aceul1\cy.

[280.43(a)(5)J

o Water is monitored ut lcast monthly, [280A3(0)(6)j

9130/03 lor3

~~

..



Release Detection Compliance Measures Matrix • I.,- .
\.

",
,

_ 'Voi-l~hcct (Continued) - CouunoulyUsed n.cl~r,se))ctcdiotiM!!tii6ds·:':" I -, ,.
..... " .. -., ' . , ., . ..: ••t .. h_~_' ~., ••.. • • ',. .•..• r • ."' • • •• - • ••••• .., '. • • I - , ..... - ' -'" '" , ,

;

Tank l'ress\ir17.e
. -. . ,- : '(

". . ,,-. _.- , . , -. - .' '- '." ..•. , ,

Non-exempt ' , .Release Detection Method - ,' .. ..:. '-:. 0'

J Pipe . S·Wion
" ·1·····

" .'
iCbcioi< on.) "

,
ripc

: ,
(Olootr T.o) .- .

"

- -- - , .r' ... - • Whoa" on.1 " ..
, - ..; '"

0 B. Autumutic Tlink Gauge (ATG)

o ATG is set up properly. [2S0AO(a}(2)]

I
o i\TG can detect a 0.2 gaVhr leak mtc from any portion of the tank routinely cuntuining product, [280.43(d)(I)IO
t\TG is checking portion of tank thut routinely contains product. [2l!OAO(a}(I)J

0 C. Munll:tl T:lllk Guuging (/\ITG)
o Tank size is appropriate for using l\·ITG.l280AJ(b)(5)J

0 Tunks 1001 gals (as per ErAmemo) and greater restricted to use with T.T.T. (See "0" below) 0

Method is being conducted correctly. [280,43(b)(4)J

o No liquid was lidded to or taken out of'the tank during tilt: test. l2~OAJ(b)(I).1 0

/ Equipment is capable of 118-inch IllcllSurClIlent.[280AJ(b)(J)]

0 [1' 0 O. Tightness Testing (Safe Suction piping docs not require testing)
o Testing. method is capable of dele cling 1\ 0.1 gal/hr leak rule from nny portion oftnnk routinely containing product.

[280A3(c)J

o Tightness testing. is conducted within specified lillie frames for method:ZkS -every 5 years l280.'lI(a)(I)] ,

J Iessurlzcd Piping - annually l280AI(b}(I)(ii)]

o NUll-exempt suction piping - every 3 years [280.41 (b)(2)]

o Tightness testing is conducted following manufacturer's ins~clions. [280AO(a)(3)J
c- O 0 0 E. Ground Walc,' Of' Vnl'O" Monilorin&

o Ground water in the monitoring lI'ell is never more tJlIUl20 tee: from the ground surface. [280.43(1)(2)] 0

Vapor mcnitorlug \1'(:11is not affected by hi~h ground water. [280.4J(e)(J)]

o Situ assessment has been done for vapor or ground water monltoring. 12S0A3(e)(6), 280A3(Q(7)] 0
111.11, .'~

.. ',QI\ '01_\(1:\ ..,QIl .1.fN'lll
~- / 0 -v-

&J B'" 0 F. lnterstltiul Munitoriug

~Ondat)' contaiument call be IISed10 detect a release l2S0A3(g)( I)], 2S0AJ(g)(2)]

Sensor pi operly positioned. [280.40(u)(2)]

9/311/U3 20f3

'-- --.. -- ------- - --- _ ...- . --- - - " -



Release Detection Cumpliauce Measures CI'latrix

' •. ~: •••••• 0" •• _.: •••••• __ •

: ;~,:",;' ·\\%·~h~~tC¢'oi!thi4cdj - COmi\16;Jly:~eJ Rcle:is~.Det¢~tiiHj)Vt~lIiiHls·'
." ._ •• 1l.. ...•.••• ~ •. ;". ••• , _ ." ••....• '. ' ••.••••• ,._. • •• 1 •.•• __ •..••.••••.•••• ,.. • .••. t_. ...:

'funk ;.,..• .!.;; •.. - .•• ~.
',Pr~Sllnze

(i.i'ijie. .:
Nfi~d~rrlpt

1,,··' Sudioil ' ,j,

, ' ,

\chOOJ~ ."oi) ·IOi~ie'f\.oi' :'1.: .: ~"i:!~~n~:'.
.. "" Z--, ~.,.",.\~...,....L" ~..

R~lcasc !)elcctlbri"Mc!hcid:' ,
. I•• "!" : ••

.'

'> ... ; , :
"

.~

.••• .1 .•
.~

. ..•••. : .• ; ..•.• .".,.-< .•..

0'

o

c. Autuy-'1tic Line Lenir Detector (ALLD)

I.It"t)kLD is present and operational. l2S0A4(a) I
~t\Jll\ual function test of the t\l..LD llils been conducted and records are avoilable, [280.'14(a)J,-------+------------------

H. Other l\lethocls [e.g, Statistic:lllnvclltor), RCCOIICili:tiiuII (S.I.R.)\
o The method can detect a 0.2 gill/hr leak rate or u release of 150 gal within a month and meet the 9515 requirement

[2S0.43(h)( I)J; or
o The implementing agency has approved the method lISbeing as effective as mnk tightness testing, nutomatic tank

gauging. vapor moniloring, ground water monitoring, or intersiitiul monitoring and the operator complies with nny

conditions imposed byagellcy.[230.43(h)(2)]

o S.I.R. _ Results arc received within time frame established by implementing agency. l280A I (n) &.. 280A3(h)J

ou

Mules: NI,\ - lndlcatcs tlwt the measure is 11111 applicable.
'\n)' uiar k ill thc UN" (No) column IIIC:lIIS that the facility is not in Signillc:l!lt Operntioual Compliance (SOC) with Release Detection Cnmpliunce

1\'1 ensu res.
In order Ior n cOlllplinncc measure 10 he in SOC, all applicahle check-box items IIIl1st be ill cumpliunce.

9/30tn3
:.I or:;

,
•
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